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NOTE:
1. ALL INTERIOR WALLS  W/ CABINETS TO BE
PROVIDED W/ 1/2" PLYWOOD OR P.T. WOOD
BLOCKING.

2. ALL LOBBY AND BATHROOM WALLS TO RECEIVE
BATT SOUND INSULATION (TYP.).

3. ALL TILED WALLS TO RECEIVE 5/16"-"DUROCK"
BACKING OR EQUAL.

4. ALL EXTERIOR WALLS TO RECEIVE CORE FILL
500 INSULATION.

5. ALL FIRE WALLS, FIRE BARRIERS, FIRE
PARTITIONS, SMOKE BARRIER, SMOKE PARTITIONS
OR ANY OTHER WALL REQUIRED TO HAVE
PROTECTED OPENINGS SHALL BE EFFECTIVELY
AND PERMANENTLY IDENTIFIED WITH SIGNS OR
STENCILING ABOVE THE DECORATIVE CEILING
AND IN CONCEALED SPACES OF THE WALL WITH
SUGGESTED WORDING "FIRE AND SMOKE BARRIER
- PROTECT ALL OPENINGS" AS PER 2015
INTERNATIONAL BUILDING CODE.

5
8" 2-COAT STUCCO FIN.-PAINTED ON

6"-8" CONCRETE BLOCK W/ }" TYPE 'X' GYPSUM WALL
BOARD. PAINTED ON 1 5/8" MT'L FURRING @ 24"O.C. W/
R4.1 FI FOIL BACKED INSULATION BETWEEN FURRING
CHANNELS & DRYWALL-TYP. @ EXTERIOR WALL.

4" TO 6" INTERIOR (NON-LOAD BEARING PARTITION) W/ 3}"
25 GA. MTL. STUDS @ 24" O.C. (SEE DIM. FLR. PLANS FOR
ACTUAL WALL THICKNESS) (M.R. DRYWALL @ JUICE BAR
5/8" DENS-SHIELD BEHIND TILE). (NOTE: STUDS TO BE 12"
0.C. WHEN INSTALLING M.R. DRYWALL CEILINGS, TYP.) -
LEVEL IV (1HR RATED NON-LOADING PARTITIONS TO BE
UL-#U419 OR EQUAL).

WALL LEGEND

5
8" 2-COAT STUCCO FIN.-PAINTED ON

6"-8" CONCRETE BLOCK BOTH SIDES TYP. @
DROP-OFF AREA ENTRY WALL.

6"-8" CONCRETE BLOCK W/ EXTERIOR FACE TO
RECEIVE CULTURED STONE VENEER. INTERIOR TO
BE EXPOSED BLOCK - TYP. @ DROP-OFF CANOPY
COLUMNS.

TEMPORARY 4" INTERIOR CONSTRUCTION WALL
(NON-LOAD BEARING PARTITION) W/ 3}" 25 GA. MTL.
STUDS @ 24" O.C. TO RECEIVE }" G.W.B. AT HOTEL
LOBBY SIDE  LEVEL IV (NON-LOADING PARTITIONS)

EXISTING STRUCTURAL COLUMN TO
REMAIN "AS IS".
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